EXISTING 3—PIECE GALVANIZED
COPING; REMOVE IN SECTIONS
AND REINSTALL AFTER
INSTALLATION OF SELF—-ADHERING
UNDERLAYMENT AND NEW "TINS™;
DAMAGED OR DENTED COPING
PIECES SHALL BE RESHAPED

PRIOR TO REINSTALLATION \

STAINLESS STEEL "TINS ™A

e

RED ROSIN SLIP SHEET
2—PLY UNDERLAYMENT

CONTINUOUS LAYER OF SELF
ADHERING UNDERLAYMENT OVER
DECK AND BELOW COPRING PRIOR

TO REINSTALLATION
@Copmg Detail




